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Revise language for 15-090  Non-Required system signage

901.4.2 Non-required fire protection systems. A fire protection system or portion thereof not required by this code or the International Building Code shall be allowed to be furnished for partial or complete protection provided such installed system meets the applicable requirements of this code and the International Building Code. Such systems or portion of system shall be provided with signage stating “NON-REQUIRED SYSTEM.”  Signage shall be durable and permanent in nature, with contrasting color and background, and with lettering of not less than 1 inch in height.  Location of such signage shall be approved.



